
Flat Entrance Door, Flat 01 0 ,.,. '"'""' 
It= 
Flat Entrance Door 

Fire Rating 
F030 

Cer1ification 
BWfCertifire 

Gaps Hod3-=il~"9 
lntumescent and Smoke Seals 
lntumescent 

ln5J)Ktton Type 

Fl•t Door Condition 

Floor/Flat 
Ground / 01 

Self-Closing Devices 
Overhead 

Glazing leaf 
None 

GlazingSidepanels 
None 

The leaf and frame a re adequately specified 
X There is no damage 5ignificant enough to affect the le.at or frame's fire integrity 
V Gaps between the le.af and the frame are within tolerance 
X Hinges are in good condition with no missing saews 

Glazingissuitableandfreefromdamage 
V The self-closer operates effectively 
V Theleafdoseswellintotheframe 
X l..ettefboK is either certified fire resistan1 and/or made of fire resistant metal ma1erial 

Replace fire door with FD30s fire rated door. 
The fire door is damaged beyond repair or is past ils useful/serviceable life 

u.m;on Upg,Jdes: Fi~Door lwpqc~t 

Add/replace screws in hinges. 
Hinges have less than the required three screws. 

U.IIGOR'l' Maintenanc@: fireDoorllepair 
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